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2025-069 

 
REQUEST FOR UTILITY REVIEW – WATER AVAILABILITY 
P. O. Box 8900 (8600 N.E. 117 Ave) Vancouver, WA  98668 

(360) 992-8022 Email: wateradmin@clarkpud.com 
 

APPLICANT INFORMATION 
DATE: 7/23/2025 
 

NAME PLS Engineering 
ADDRESS 604 W Evergreen Blvd 

CITY Vancouver STATE WA ZIP 98660 
TELEPHONE (360) 944-6519 EMAIL pm@plsengineering.com 

 
Notification Method: Email Type of Development: Subdivision 
Number of Units:  0   

 
Property Location 

Serial Acct. No   258921000 and 258902000  
 

Property Address 33901 NW PACIFIC HWY, LA CENTER, WA 
98629 

(or nearest cross street) 

Property Size 11.3 ACRES Required Fire Flow TBD GPM 
 

PLEASE SUBMIT PLAT MAP WITH REQUEST 
 

GENERAL CONDITIONS FOR SERVICE (CPU Staff Only) 
 
Clark Public Utilities (CPU) is the water purveyor for this site. CPU Water distribution maps indicate that there is an 
existing 12" and 8" PVC main along the NW Pacific Hwy frontage and NW 9th Ave.  See attached CPU water 
distribution map for reference. Utility drawings are for reference only and project engineer should verify existing 
conditions in the field prior to final design.   
 
The fire flow in the nearby area has not recently been recorded. Static water pressure is expected to be 
approximately 142 psi depending on site elevation, system demand and reservoir levels.  The hydraulic grade line for 
this site is ~489-ft (Upper La Center Pressure Zone). If updated fire flow data is required; please contact Water 
Services at (360) 992-8022. 
 
For this development, if fire protection is required, extend onsite, a minimum 8” water main shall be extended within 
the site and looped throughout where practical. Install proper fire protection (i.e. hydrants and building sprinkler 
systems) as required by the Fire Marshal. Any existing, unused services shall be properly capped and abandoned. All 
water mains and services (up to the meter) located within private property, shall be included in an easement granted 
to Clark Public Utilities.  
 
Proper state approved backflow devices will be required for all domestic, fire and landscape water services. All hot 
taps shall be performed by a Utility approved contractor. The Developer is responsible for costs associated with the 
service and fire protection installation, right-of-way permitting, and any other needed water improvements.  
 
Submit full engineering plan set for further requirements and comments.  
 
 

 Licensed Civil Eng. Drawing Required for Clark Public Utilities approval prior to construction 
 Easement Required 
 Clark Public Utilities has the capacity to serve, if the above conditions are met 
 Developer/Owner shall pay County Right-of-Way fees based on off-site improvements 

 
Review comments are subject to modification during detailed plan check and review. 

This utility review is valid for six months after the date of signature below. 
 

Grayson Hezel   

REVIEWED BY___Grayson Hezel___________ DATE__7/23/25___________________ 

mailto:pm@plsengineering.com




SAN-MH
160.28

48
3000 SF

64
4366 SF

65
4500 SF

66
4500 SF

67
4366 SF

51
3840 SF

49
2919 SF

50
2880 SF 52

4272 SF 44
4992 SF

43
3840 SF

45
2775 SF

41
4750 SF

42
4000 SF 37

4000 SF
38

4750 SF 35
4750 SF

36
4000 SF

30
4275 SF

31
4002 SF

32
4750 SF

62
3800 SF

74
3000 SF

55
3800 SF

70
3000 SF

58
3800 SF

79
3000 SF

61
3800 SF

75
3000 SF

54
3800 SF

71
3000 SF

57
3800 SF

80
3000 SF 72

3000 SF

76
3000 SF

53
3800 SF

68
3000 SF

60
3800 SF

77
3000 SF

81
3000 SF

63
3800 SF

73
3000 SF

56
3800 SF

69
3000 SF

59
3800 SF

78
3000 SF

40
7549 SF 34

7550 SF 33
7550 SF

47
3301 SF 46

3054 SF

29
7667 SF

28
5674 SF

4
2505 SF 12

3060 SF 20
3060 SF

5
2535 SF 13

2550 SF 21
2550 SF

6
3569 SF 14

2550 SF 22
2550 SF

7
4284 SF 15

3060 SF 23
3060 SF

8
3060 SF 16

3060 SF 24
3060 SF

1
3049 SF

9
2550 SF 17

2550 SF 25
2614 SF

2
2844 SF

10
2550 SF 18

2550 SF

26
2904 SF

3
2942 SF 11

3060 SF 19
3060 SF

27
4892 SF

39
7550 SF

30
.0

0'
33

.0
0'

100.00'

81
.0

0'
30

.0
0'

33
.0

1'

30.00' 30.00' 40.00' 45.00'

90.00'

50
.0

0'
50

.0
0'

50
.0

0'
50

.0
0'

65.00'38.00'38.00'38.00'38.00'38.00'38.00'38.00'38.00'38.00'38.00'38.00'

39.27'

25
.0

0'
50

.0
0'

50
.0

0'
25

.0
0'

90.00'

90.00'

30.00' 30.00' 30.00' 30.00' 30.00' 30.00' 30.00' 30.00' 30.00' 30.00' 30.00' 30.00' 30.00' 30.00' 65.00'
39

.27
'

96
.0

0'

96
.0

0'

4.13' 30.00' 40.00' 30.00'

10
0.

60
'

96
.0

0'

26.42' 23
.56

'

92.50'92.50'

96
.0

0'

37.50' 40.00' 40.00' 47.50' 15.00' 15.00' 47.50' 40.00' 40.00' 47.50' 15.00' 15.00' 47.50' 30.37'

23.56'

33
.0

1'
30

.0
0'

81
.0

0'

33
.0

1'
30

.0
0'

96
.0

0'

92.50'

47.50'40.00'

10
0.

00
'

10
0.

00
'

47.50'40.00'40.00'47.50'

59
.0

2'
10

0.
00

'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

45.78'40.00'40.00'47.50'

11
0.

00
'

6.8
0'

68.44'

39.72'

9.65'

59
.0

3'
10

0.
62

'

10
0.

00
'

10
0.

00
'

30.00'30.00'30.00'30.00'30.00'30.00'30.00'30.00'30.00'30.00'30.00'30.00'30.00'30.00'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

10
0.

00
'

100.00'
92.50'

102.50'
102.50'

102.50'
92.66'

15
9.

02
'

15
9.

03
'

61.26'

61.26'

0.
37

'
2.

08
'

19
.4

7'

25.72'

16
0.

21
'

18.86'4.
97

'

21.57'

50
.8

1'

35.71'

14.80'
30.24'

30.13'
25.05' 25.02' 19.61' 15.40' 42.00' 30.00' 25.00' 25.00' 30.00' 30.00' 25.00' 25.00' 30.00' 30.00' 25.00' 25.00' 30.00' 30.00' 25.00' 25.00' 30.00' 30.00' 25.00' 25.00' 35.32'

99
.3

7'

24.55'30.00'25.00'25.00'30.00'30.00'25.00'25.00'30.00'30.00'25.00'25.00'30.00'30.00'25.00'25.00'30.00'42.00'35.00'25.00'25.00'30.00'30.00'19.97'

10
0.

92
'

10
2.

00
'

10
2.

00
'

10
2.

00
'

10
2.

00
'

10
1.

79
'

10
2.

00
'

10
2.

00
'

10
2.

00
'

10
2.

00
'

10
2.

00
'10

2.
00

'

10
2.

00
'

10
2.

00
'10

2.
00

'

10
2.

00
'

5.45' 25.90'

31.05'

13
.69

'

10
2.

20
'

23
.34

'

92
.8

5'

10
2.

00
'

10
2.

00
'

10
8.

46
'

96
.6

0'

10
2.

00
'

10
2.

00
'

12
6.

50
'

28.39'

13
7.

14
'

102.50'

NW 12TH WAY
(LOCAL ACCESS PER DWG ST-15A)

NW 11TH WAY
(LOCAL ACCESS PER DWG ST-15A)

N
W

 9
TH

 A
VE

(N
EI

G
H

B
O

R
H

O
O

D
 A

C
C

ES
S 

PE
R

 D
W

G
 S

T-
14

)

W
 G

O
LD

EN
 E

A
G

LE
 A

VE
(L

O
C

A
L 

A
C

C
ES

S 
PE

R
 D

W
G

 S
T-

15
A

)

32
' R

O
AD

W
AY

50
' R

/W

5'
 S

/W

4'
 C

U
R

B 
&

PL
AN

TE
R

NW PACIFIC HIGHWAY

W
 1

4T
H

 S
TR

EE
T

(L
O

C
A

L 
A

C
C

ES
S 

PE
R

 D
W

G
 S

T-
15

A
)

20' ROADWAY
30' ROW

20' ROADWAY

30' ROW

S2°19'5"W
 78.99'

N88°33'23"W 25.72'
S2°1'16"W

 485.07'

N88°31'49"W 612.69'

N
2°

18
'4

5"
E 

54
0.

24
'

S88°31'57"E 844.86'

R=925.00'Δ=13°01'50"L=210.37'

PN: 258945000
PN: 258944000

PN: 258630000

PN: 258717000

PN: 258905116

PN: 258905104

PN: 62965192

TAX LOTS: 33, 58
PN: 258631000, 258921000

8' TRAIL
PATH

SCALE:

DESIGNED BY:

DRAFTED BY:

REVIEWED BY:

Project No.

R
ev

is
io

ns

H:
V:

60
4 

W
. E

ve
rg

re
en

 B
lv

d.
, V

an
co

uv
er

, W
A

 9
86

60
PH

 (
36

0)
 9

44
-6

51
9

F
ax

 (
36

0)
 9

44
-6

53
9

E
ng

in
ee

ri
ng

 - 
Su

rv
ey

in
g 

- P
la

nn
in

g

3332

N/A
N/A

JAW

JAW

TGJ

3
7

Pr
el

im
in

ar
y 

Pl
at

 F
or

:

N
W

 9
th

 A
ve

 S
ub

di
vi

si
on

A
 S

ub
di

vi
si

on
 L

oc
at

ed
 I

n 
T

he
 C

ity
 O

f L
a 

C
en

te
r,

 W
as

hi
ng

to
n

1 2 3 4 5 6

SITESITE

NOT TO SCALE
VICINITY MAP

SITENW 9th Ave Subdivision
Located in the SW 14 of Section 34, T5N, R1E, W.M

La Center, Washington
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Proposed Asphalt

Legend

Proposed Concrete

APPLICANT:
 Danny Martin
 10013 NE Hazel Dell Ave. PMB 504
 Vancouver, WA 98685
 360-949-5607
 dan@songbirdhomes.com

OWNER:
 IRAR Trust FBO Daniel Wisner 3521830 etal
 33901 NW Pacific Hwy
 La Center, WA 98629
 360-949-5607
 wisnerdan@gmail.com

PROJECT CONTACT:
 PLS Engineering
 Contact: Travis Johnson, PE
 604 W Evergreen Blvd
 Vancouver, WA 98660
 (360) 944-6519
 pm@plsengineering.com

GENERAL NOTES

LAND USE:

The applicant is proposing to develop parcels 258902000 &
258921000 (approx 11.3 acres) into 81 lots in the MDR-16
zone. A zoning change to MDR-16 from LDR-7.5 will be
required.

TRANSPORTATION:

The proposed development will provide access to the site by
improving NW 9th Ave and constructing a new loop street off
NW 9th Ave.  The proposed new street will consist of a 50'
right-of-way, 32' paved surface and a 5' sidewalk on each
side.

UTILITIES:

Clark Public Utilities (CPU) is the water purveyor for this site.
There is an existing water main in NW 9th Ave.

The City of La Center is the public sanitary sewer purveyor
for this site. There is an existing sanitary 8” sewer main
located within Pacific HWY that will be extended to serve the
site.

All onsite stormwater runoff  will be routed  to be treated and
detained within a stormwater detention facility.

CRITICAL AREAS:

Proposed Gravel
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